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_|pc or PT
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VARIES | 5" MIN

PL OR
6" FIRE HYDRANT / EASEMENT
. VARIES |

25"
MAX
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[—HYDRANT BASE AND DRAINAGE
ROCK TO BE COVERED WITH
LOOSE SHEET OF POLYETHYLENE
TO EXCLUDE BACKFILL MATERIAL
FROM VOIDS IN ROCK

w[EZ . 2
CURB & GUTTER = o3
GROUND —— S
ia X

|
IR

MJ X SWIVEL TEE
OR TAPPING
SLEEVE

—1/3 CU YD MIN 6"¢ ROCK,
OR EQUAL FOR DRAINAGE

6" MJ GATE VALVE OR TAP VALVE
6" VALVE BOX, WIDE OVAL BASE

CONC KICKBLOCK
| /—s' DI PIPE s v
t LT DO NOT COVER OR PLUG
MEGALUG \/ N ‘. S DRAIN HOLES WITH CONC
- ) 2050
6" x 6" TEE (
NN
8" x 6" TEE
12" x 6" TEE
POLYETHYLENE WRAPPED
NOTE:

NO HORIZONTAL OR VERTICAL BENDS ARE
ALLOWED IN FIRE HYDRANT BRANCH OR SPRINKLER
LINES. FOR EXCEPTIONS SEE 5.04 (a), (b).
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